
· New 6-strand fiber from MDF to New IDF1

· New IDF1 location (Pole/Wall Mount Cabinet)

 6-strand 50 micron fiber cable  

IDF1

MDF

AP / Data Cabling

Pratt – Carrollton TX
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New Cat.5e Data Drop

Existing Cat.5e Data Drop
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AP / Data Cabling

Pratt – Carrollton TX

Wall/Pole Mount Cabinet

Access Point

Not part of the Pratt space.

40'

40'

AP01
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AP03

AP04

AP05

AP06

AP07

AP08

AP01

Serial #: Q2DDSLZA7XQZ

MAC: 001.80A.83A.C74

AP02

Serial #: Q2DDSQ2Z5NZ2

MAC: 001.80A.83A.E5E

AP03

Serial #: Q2DDSH8SEG5K

MAC: 001.80A.83A.9E8

AP04

Serial #: Q2DDSL7K22ZGU

MAC: 001.80A.83A.BEC

AP05

Serial #: Q2DDSK3WR4WD

MAC: 001.80A.83A.B2A

AP06

Serial #: Q2DDSFFFSSF2

MAC: 001.80A.83A.8CC

AP07

Serial #: Q2DDS8Y9SPAL

MAC: 001.80A.83A.4D2

AP08

Serial #: Q2DDSJSH8TQN 

MAC: 001.80A083A.AFE
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Access Point

AP / Data Cabling

Pratt – Carrollton TX

Phone Room

Existing Data Drop

New Data Drop

Network Room

D12

D1

AP14 AP15

AP14 AP15
ADMIN-AP14-1STFL

Serial #: Q2GD7JF3YR4N 

MAC: 00180A79606B 

ADMIN-AP15-1STFL

Serial #: Q2GD7AGUCA9T

MAC: 00180A79601B

· All new Cat.5e data cables will be home run to the Data Rack on the 2
nd

 floor

· Existing Cat.5e cables will be re-certified

· New cables for AP’s will be Cat.6 UTP Plenum rated and run to a separate 

patch panel on 2
nd

 floor
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AP16 AP17
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AP / Data Cabling

Pratt – Carrollton TX

Access Point

Phone Room

Existing Data Drop

New Data Drop

Network Room

AP16 AP17
ADMIN-AP16-2NDFL

Serial #: Q2GD79UY3ZY5

MAC: 00180A796014 

ADMIN-AP17-2NDFL

Serial #: Q2GD7JZQQEU6

MAC: 00180A796074 

Data Rack
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AP / Data Cabling

Pratt – Carrollton TX
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6-strand fiber to IDF1
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Existing Cat.5e 48-port patch panel, SPARE

Existing Cat.5e 48-port patch panel, SPARE

Existing Cat.5e 48-port patch panel

New 2U wire manager

New 2U wire manager

New 2U wire manager

New 2U wire manager

Ladder Tray

SD

New Fiber Cabinet

Metal Equipment Shelf

New 24-port Gigabit Network Switch

Cisco 1900 Router
Fiber Media Converter SC/RJ45

Smart Jack

16-Port Blank Patch Panel for Admin Area Access Points, Cat.6
SD

SD

HUBBELL

1u Wire Manager

Terminate existing and new 
cables to this patch panel 

Total: 30 cables
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Defaults

23 24

Fan

Power

Reset

2 3 4 5 6 7 8 9 10 111 12 13 14 15 16 17 18 19 20 21 22 23 24

GS724TPMODEL

Factory
Defaults

23 24

Fan

Power

Reset

2 3 4 5 6 7 8 9 10 111 12 13 14 15 16 17 18 19 20 21 22 23 24

New 24-port Gigabit Network Switch



6-strand fiber to MDF

Cat.6 UTP Plenum Cables to AP’s

SD

IDF1

Catalyst 2950 SERIES
10BaseT/100BaseTX

SYST RPS

STAT UTIL DUPLX SPEED

MODE

1x 8x7x6x5x4x3x2x 12x11x10x9x 16x15x14x13x 22x21x20x19x18x17x 23x 24x

SD

Rack Mount Fiber Cabinet

AP / Data Cabling

Pratt – Carrollton TX
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Cat.6 Loaded 24-Port Patch Panel

1u Wire Manager

24-Port Gigabit Network Switch

Fiber Media Converter SC/RJ45

16-Port POE Injector

1u Wire Manager

1M LC/SC 
Fiber Patch 

Cable

Smart-UPS
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Drop Pole Assemblies with AP mounted

Installed Drop Pole Assembly

Data / AP Cabling

Pratt - Sauk Village IL
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J-HooksFront view of pole mounted cabinet

Side view of pole mounted cabinet 

using Unistrut and treaded rod
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